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CMX: 
Maximum collector temp. 
Adjustment range:
150 ...  320 °F
[70 ... 160 °C]
in steps of 1 °Ra  [1 K] 
Factory setting: 
230 °F  [110 °C]

Collector cooling function When the collector cooling function is activated, the controller 
aims to keep the collector at an operational temperature.
When the adjusted maximum tank temperature is reached, 
solar loading stops. If the collector temperature increases to 
the adjusted maximum collector temperature, the solar pump 
is activated until the collector temperature falls at least 10 °Ra 
[5 K] below the maximum collector temperature. The tank 
temperature may increase (subordinate active maximum tank 
temperature), but only up to 200°F [95 °C] (emergency shutdown 
of the tank). 
If the collector cooling function is active,  and  (flashing) 
is shown on the display.

OCC: 
Option collector cooling 
Adjustment range: OFF / ON    
Factory setting: OFF

Note:
This function will only be available if the system 
cooling function (OSYC) is deactivated.

When the system cooling function is activated, the controller 
aims to keep the solar system operational for a longer time. 
The function overrides the maximum tank temperature to 
provide thermal relief of the collector field and the heat 
transfer fluid on hot days.
If the tank temperature is higher than the maximum tank 
temperature S MX and the switch-on temperature difference 
DTCO is reached, the solar system remains activated. Solar 
loading is continued until either the tank temperature 
reaches 200 °F [95 °C] (emergency shutdown of the tank), the 
temperature difference falls below the adjusted value DTCF or 
the collector emergency shutdown temperature EM is reached. 
If the system cooling function is active,  and  (flashing) is 
shown on the display. 

System cooling function

OSYC: 
Option system cooling 
Adjustment range: OFF / ON    
Factory setting: OFF

DTCO:
Switch-on temperature diff. 
Adjustment range: 
2.0 ... 60.0 °Ra
[1.0 ... 30.0 K]
in steps of 1 °Ra  [0.5 K] 
Factory setting: 
40.0°Ra  [20.0 K]

DTCF: 
Switch-off temperature  diff. 
Adjustment range: 
1.0 ... 59.0 °Ra
[0.5 ... 29.5 K]
in steps of 1 °Ra [0.5 K] 
Factory setting: 
30.0 °Ra  [15.0 K]

Note:
This function will only be available if the collector 
cooling function (OCC) is deactivated.

Cooling functions

Note:
The cooling functions will not become active as long 
as solar loading is possible.

Below, the three cooling functions – collector cooling, system 
cooling and tank cooling – are described in detail. The 
following note is valid for all three cooling functions:
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CMN:

Collector minimum temp. 
Adjustment range: 
50 ... 190 °F
[10 ... 90 °C]
in steps of 1 °Ra [0.5 K]
Factory setting: 
50 °F  [10 °C]

Collector minimum limitation option

OCN:  
Collector minimum limitation 
Adjustment range: OFF / ON 
Factory setting: OFF

If the collector minimum limitation option is activated, the 
pump (R1) is only switched on if the adjustable collector 
minimum temperature is exceeded. The minimum temperature 
prevents the pump from being switched on too often at low 
collector temperatures. A fixed hysteresis of 10 °Ra [5 °K] is 
set for this function
If the collector minimum limitation is active,  (flashing) is 
shown on the display.

Antifreeze option

OCF: 
Antifreeze function 
Adjustment range: OFF / ON 
Factory setting: OFF

The antifreeze function activates the loading circuit between 
the collector and the tank when the temperature falls below 
the adjusted antifreeze temperature. This will protect the fluid 
against freezing or coagulating. If the adjusted antifreeze 
temperature is exceeded by 2 °Ra [1 K], the loading circuit 
will be deactivated.
When the antifreeze function is activated,  is shown on the 
display. If the antifreeze function is active,  and  (flashing) 
are shown on the display.

Note: 
Since this function uses the limited heat quantity 
of the tank, the antifreeze function should be used 
in regions with few days of temperatures around 
the freezing point.
The antifreeze function will be suppressed if the 
tank temperature falls below 40 °F [5 °C] in order 
to protect the tank from frost damage.

CFR:
Antifreeze temperature 
Adjustment range: 
-40.0 ... +50.0 °F
[-40.0 ... +10.0 °C]
in steps of 1 °Ra [0.5 K]
Factory setting: 
40.0 °F  [4.0 °C]

Tank cooling function When the tank cooling function is activated, the controller aims 
to cool down the tank during the night in order to prepare it for 
solar loading on the following day.

If the adjusted maximum tank temperature S MX is exceeded 
and the collector temperature falls below the tank temperature, 
the system will be reactivated in order to cool down the tank. 
Cooling will continue until the tank temperature has fallen 
below the adjusted maximum tank temperature S MX again. A 
fixed hysteresis of 4 °Ra [2 K] is set for this function.
Reference threshold temperature differences for the tank 
cooling function are DT O and DT F.

If no DHW consumption is expected for a longer period of 
time, the additional holiday cooling option OHOL can be 
activated in order to extend the tank cooling function. The 
adjustable temperature THOL then replaces the maximum 
tank temperature S MX as a switch-off temperature for the 
tank cooling function.
When the holiday cooling function is activated,  and  
(flashing) are shown on the display. 
While the holiday cooling function is active, ,  and  
(flashing) are shown on the display.

OSTC:
Tank cooling option  
Adjustment range: OFF / ON 
Factory setting: OFF

THOL:
Holiday cooling temperature 
Adjustment range: 
70 ... 175 °F
[20 ... 80 °C]
in steps of 1 °Ra [1 K] 
Factory setting: 
110 °F  [40 °C]

OHOL:
Holiday cooling option 
Adjustment range: OFF / ON 
Factory setting: OFF

Note: 
If OSTC or OCF is active, the collector minimum 
function will be overridden. In that case, the 
collector temperature may fall below CMN.
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Energy metering 

OHQM: Energy metering
Adjustment range: OFF / ON 
Factory setting: OFF

If OHQM is activated, the heat quantity gained can be 
calculated and displayed. Energy metering is possible if a 
flowmeter is used. To enable energy metering, proceed as 
follows:

 Î Read the flow rate (l/min) from the flowmeter at maximum 
pump speed and adjust it in the FMAX channel 

 Î Adjust the heat transfer fluid and the concentration of the 
antifreeze in the channels MEDT and MED%.

FMAX: Flow rate in l/min
Adjustment range: 0.5 ... 100.0 
in steps of 0.5 
Factory setting: 6.0

MEDT: Heat transfer fluid
Adjustment range: 0 ... 3 
Factory setting: 1

MED%: Antifreeze ratio
in Vol-% (MED% is hidden 
when MEDT 0 or 3 is used.) 
Adjustment range: 20 ... 70
in steps of 1 % 
Factory setting: 45

Heat transfer fluid:
0 : Water
1 : Propylene glycol
2 : Ethylene glycol
3 : Tyfocor® H-30 L/LS
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Time period - switch-on conditions

tDTO: 
Time period -  
switch-on conditions 
Adjustment range: 1 ... 100 s
in steps of 1 s 
Factory setting: 60 s

The parameter tDTO is used for adjusting the time period 
during which the switch-on condition DT O must be 
permanentely fulfilled.

Filling time
tFLL: 
Filling time 
Adjustment range: 
1.0 ... 30.0 min
in steps of 0.5 min 
Factory setting: 5.0 min

The filling time can be adjusted using the parameter tFLL. 
During this period, the pump runs at 100 % speed.

Stabilization
tSTB: 
Stabilization 
Adjustment range: 
1.0 ... 15.0 min
in steps of 0.5 min 
Factory setting: 2.0 min

The parameter tSTB is used for adjusting the time period 
during which the switch-off condition DT F will be ignored 
after the filling time has ended.

Drainback option

A drainback system permits the heat transfer fluid to drain 
back into the holding tank when solar energy is not collected. 
The drainback option will initiate the filling of the system 
when solar loading begins.

If the drainback option ODB is activated, the pump will 
operate at 100 % speed for the adjusted filling time tFLL in 
order to fill the system with fluid from the holding tank. After 
tFLL, pump speed will go down to the adjusted minimum 
pump speed nMn. The switch-off conditions will then be 
ignored for the stabilization time tSTB in order to avoid the 
system from shutting down prematurely.

If the function is activated, the menu items described in the 
following (tDTO, tFLL and tSTB) have to be adjusted:

ODB:
Drainback option 
Adjustment range: OFF / ON 
Factory setting: OFF

Note: 
A drainback system layout requires additional 
components such as a holding tank. The drainback 
option should only be activated if all components 
required are properly installed.

Note: 
When the drainback option ODB is activated, the 
cooling functions OCC, OSYC and OSTC as well as 
the antifreeze function OCF are not available.
If OCC, OSYC, OSTC or OCF have already been 
activated before, they will be deactivated again 
as soon as ODB is activated. They will remain 
deactivated, even if ODB is deactivated later on.

Note: 
When the drainback option ODB is activated, the 
temperature differences DT O, DT F and DT S are set 
to a fixed adjustment. Additionally, the adjustment 
range and the factory setting of the collector 
emergency shutdown temperature EM changes 
(see the corresponding channel descriptions for 
further information).
Previous adjustments made in these channels will 
be overridden and have to be entered again if ODB 
is deactivated later on.
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For control and service work, the operating mode of the 
controller can be manually adjusted. For this purpose, select 
the adjustment value MAN in which the following adjustments 
can be made:

Operating mode

Operating mode

OFF : relay off  (flashing) +  
Auto : relay in automatic operation

ON : relay on  (flashing) +  + 

MAN:
Operating mode Adjustment 
range: OFF, Auto, ON
Factory setting: Auto

Language The menu language can be adjusted in this channel.
• dE : German
• En : English

LANG:
Language selection
Selection: dE, En
Factory setting: En

Unit In this adjustment channel, the display unit for temperatures 
and temperature differences can be chosen. The unit can be 
switched between °C / K and °F / °Ra during operation.
Temperatures and temperature differences in °F and °Ra are 
displayed without units. If the indication is set to °C, the units 
are displayed with the values.

UNIT:
Temperature unit selection
Selection: °F, °C
Factory setting: °C

Note: 
Always adjust the operating mode back to “Auto” 
when the control and service work is completed. 
Normal operation is not possible in manual mode.

Reset By using the reset function, all adjustments will be set back 
to the factory settings. 

 Î To initiate a reset, press button 3 

Any previous adjustments will be lost. Therefore, initiating 
the reset function is always followed by a security enquiry.

Only confirm the security enquiry if you are sure that you wish 
to reset all adjustments to the factory settings!

RESE
Reset function

Security enquiry:  Î To confirm the security enquiry, press button 3

Note: 
Whenever a reset has been completed, the controller 
runs the commissioning menu again (see chap. 3).
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5. Troubleshooting

Operating control lamp

Warning symbols

Operating control lamp flashes red. On the display the 
symbols  and appear.

VBus® terminals

power supply 
terminals

fuse

load terminalssensor terminals ground 
terminals

In the case of an error, a message is shown on the display of 
the controller:

Sensor defect. An error code instead of 
a temperature is displayed in the sensor 
display channel. 

- 88.8888.8

Cable broken. 
Check cable.

Short circuit. Check 
cable.

Disconnected Pt1000 temperature sensors 
can be checked with an ohmmeter. In the 
following table, the resistance values with 
the corresponding temperatures are shown.

Operating control lamp off.

Check the power supply. Is it disconnected?

no

The fuse of the controller 
could be blown. It can be 
replaced after the front 
cover has been removed 
(spare fuse is enclosed in 
the accessory bag).

yes

Check the supply line and 
reconnect it.

°C °F Ω °C °F Ω
-10 14 961 55 131 1213
-5 23 980 60 140 1232
0 32 1000 65 149 1252
5 41 1019 70 158 1271
10 50 1039 75 167 1290
15 59 1058 80 176 1309
20 68 1078 85 185 1328
25 77 1097 90 194 1347
30 86 1117 95 203 1366
35 95 1136 100 212 1385
40 104 1155 105 221 1404
45 113 1175 110 230 1423
50 122 1194 115 239 1442

Resistance values of the Pt1000-sensors



21

5.1 Various

Pump starts for a short moment, switches off, switches on 
again, etc. 

Temperature difference at 
the controller too small?

no yes

Wrong position of collector 
sensors?

yes

Change ∆Ton and ∆Toff 
correspondingly. Problem 
solved?

Mount the collector sensor 
at solar flow (warmest 
col lector output) ;  use 
s e n s o r  w e l l  o f  t h e 
respective collector.

Pump starts up very late The temperature difference between tank and collector 
increases enormously during operation; the collector circuit 
cannot dissipate the heat.

Collector circuit pump 
defective?

no yes

Heat exchanger calcified?

yes

Check / replace it

Decalcify itno

Heat exchanger blocked?

yesno Clean it

Heat exchanger too small?

yes Replace with correctly 
sized one.

no

Plausibility control of 
the option tube collector 
special function

Change ∆Ton and ∆Toff 
correspondingly.

Switch-on temperature 
difference Ton to large?

no yes

Non-ideal position of the 
collector sensor (e.g. flatscrew 
sensor instead of sensor in 
sensor wells)?

no

Pump is overheated, but no heat transfer from the  collector 
to the tank, flow and return have the same temperature; 
perhaps also air / gas bubbles in the lines.

Air in the system; in crease 
the system pressure to at 
least static primary pres-
sure plus 7. 25 psi (0.5 bar); 
if necessary continue to 
increase pressure; switch 
the pump off and on for a 
short time.

Air in the system?

no yes

Is the collector circuit 
blocked at the dirt trap?

yes

Clean the dirt trap

Activate tube collector 
function if necessary.

yes

o.k.

yes

o.k.
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Tanks cool down at night

Collector circuit pump 
runs during the night?

no yes

Check controller:
Manual operation active?
Tube collector function 
active? Tank cooling or 
antifreeze function active?

Collector temperature is at 
night higher than the out-
door temperature

no yes

Check the check valve in 
the flow and the return 
pipe with regard to the 
functional efficiency.

Sufficient tank insulation?

yes no Increase insulation.

Insulation close enough to 
the tank?

yes no
Replace insulat ion or 
increase it.

Are the tank connections 
insulated?

yes no
Insulate the connections.

Warm water outflow 
upwards?

no yes

Change connection and 
let the water flow hori-
zontal ly or through a 
siphon (downwards); less 
tank losses now ?

Does the warm water 
circulation run for a very 
long time?

no yes

Use the circulation pump 
with timer and switch-off 
thermostat (energy efficient 
circulation).

The solar circuit pump does not work, although the collector 
is considerably warmer than the tank.

Is the control lamp (LED) 
illuminated?

yes no

Does the pump start up in 
manual operation?

yes

There is no current; check 
fuses / replace them and 
check power supply.

The adjusted temperature 
difference for starting the 
pump is to high; choose a 
value which makes more 
sense.

no

Is the pump current 
enabled by the controller?

yes
Is the pump stuck?

Turn  the  pump shaf t 
using a screwdriver; now 
passable?

Pump is defective - replace 
it

Are the controller fuses 
o.k. ?

Co n t ro l l e r  m i g h t  b e 
defective - replace it or 
contact the distributor.

no

yes

no

no yes

Replace fuses.

Circulat ion pump and 
blocking valve should be 
switched off for one night; 
less tank losses?

yes no

Check whether the pumps 
of the backup heating 
circuit run at night; check 
whether the non-return 
valve is defective; problem 
solved ?

no

no yes

o.k.

Control the non-return 
va lve  in  warm wate r 
circulation - o.k.

yes no

Further pumps which are 
connected to the solar tank 
must also be checked.

The thermosiphoning in 
the circulation line is too 
strong; insert a stronger 
valve in the non-return 
valve or an electrical 2-port 
valve behind the circulation 
pump; the 2-port valve is 
open when the pump is 
activated, otherwise it is 
closed; connect pump and 
2-port valve electrically 
in parallel; activate the 
circulation again

Clean or replace it

a

a b

b

yes

o.k.
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Warranty
Make any warranty claim in the country where you purchased 
the appliance. In such cases, please contact our representation 
or the importer.

Our warranty applies only if:

 — These installation instructions have been observed

 — Exclusively accessories designated for this appliance have been 
used

 — All required steps up to and including commissioning have be 
carried out by a qualified contractor

 — Maintenance as specified has been carried out

 — Exclusively our spare parts have been used for repairs

Environment and recycling
Please help us protect the environment. Dispose of the appliance 
and its packaging in accordance with national regulations.
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